GE Energy Services

60.0
50.0
£
3 40.0
™4
E /
2
E 30.0
@
Q
: i’\ /
20.0
E \ /
10.0
SRb=1.0
0.0 : : <
0 5 10 15
Overfire Air, %

20

Figure 2-2(a). Superheater attemperation rate at different OFA operation conditions.
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Figure 2-2(b). Percent carbon in ash at different OFA operation conditions.
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